
VENTILATING DUCTED ROUND EXHAUST FAN

HVEF250RW ,  HVEF250RS 

Put one end of a 100mm diameter ventiduct into the vent hole  and fixed with a cable-tie (Figure  A���Å.  
put one Another end of  ventiduct  into the exhaust fan air outlet  and  fixed it with the screws 
on the metal ring (Figure B).  seal space around the hole using a suitable sealant and cowling 
where necessary.
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(Figure B)       

Cut out Ø105mm vent hole on the wall �Figure C����

The Vent hole mark ”UP ���9���´��this location upward installation on the wall.
�ÄFigure D�Å

(Figure D)       

(Figure C)       
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1）power off the switch before plug the unit to the socket.
2）
3）
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